• Proposition of an integrated mine cooling system energy modelling method.
Abstract
Mine cooling systems typically account for around 25% of the total electrical energy consumption of deep level mines. Numerous energy saving strategies have been implemented; with various levels of success. Most of the previously implemented strategies involved load shifting, energy efficiency and demand reduction. To achieve this, some levels of control are often introduced to control chilled water consumption, water and air mass flow rates as well as scheduling cooling system operation in order to shift the load primarily to offpeak periods.
To support and sustain further reduction of energy consumption and optimisation of savings, a simulation model of the integrated cooling system represented by smooth and continuous equations is needed to assist the optimisation computation. This study focused on developing such an integrated mine cooling system simulation model to mimic the thermal hydraulic behaviour along with the energy consumption of the complete mine cooling system. This was achieved by coupling various models representing the major cooling system components such as chillers, cooling towers, pumps and fans together. Although various cooling system energy simulations were considered before, very few quantify the simulation accuracy on a component basis; furthermore, only limited cases were found where the entire system was considered. For these cases not all components were always based on explicit models which would eliminate the requirement for iterative computation which deter optimisation applications.
The simulation model was used to predict the energy consumption of the integrated cooling system of a deep level gold mine in South Africa. The simulation model obtained an average error when compared to the mine's system data of 3.5% for a selected dataset and 2.5% for another dataset one month later. The successful energy simulation of an integrated mine cooling system would allow for a holistic view on the total power consumption as one parameter or any combination of parameters of the system changes. 
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Introduction
Cooling systems, in particular mine cooling systems, are large energy consumers. Mine cooling systems consume in the region of 25% of a typical deep level mine's total energy consumption [1, 2] . Many scenarios have been investigated and some measures were implemented to reduce mine energy consumption. This included demand reductions and load shifting initiatives which resulted in reported energy saving of between 8.3% and 15% [3] [4] [5] [6] .
Other methods included varying the rotational speeds of the pumps responsible for supplying water to evaporators, condensers and bulk air coolers (BACs). This resulted in reported energy savings of between 32% and 33% for the cooling system [7 -9] .
In order to further reduce cooling system energy consumption, an integrated investigation is needed to quantify the contribution towards the total consumption of each subcomponent within a system. To achieve this, an integrated simulation model of a complete cooling system is required to determine the interdependent influences of the dominant operating parameters within the subcomponent (and any combination of those) on the system's total energy consumption.
Numerous cooling system component modelling approaches can be found in literature [2, . However, none were found for mine cooling applications which included the modelling of an entire system simultaneously. Several investigations were indeed found which focused on building Heating Ventilation and Air Conditioning (HVAC) applications. Because HVAC systems often also rely on chilled water plants, as is the case in mine cooling systems, several similarities exists between building HVAC systems and deep level mine cooling systems in terms of the heat transfer fundamentals and thermodynamics principles at play. For this reason, a brief overview of HVAC related literature is of interest.
Romero et al. [10] used a black box modelling approach to determine the water outlet temperature of a HVAC cooling system when constant condenser conditions were assumed.
They stated that the cooling capacity of a refrigeration machine changes, ceteris paribus, as the inlet temperature varies. It was reported that the quality of the model predictions were in the range of 69% to 76%. Li et al. [14] and Ali et al. [16] used Modelica simulation models for their cooling systems used in commercial buildings. Li et al. [14] only modelled the cooling tower while Ali et al. [16] considered more components of the cooling system. Li et al. [14] used the cooling tower fan speed as the control variable input to the optimisation controller, while the condenser water flow rate was assumed constant. Both these studies suggested significant energy saving potential, although neither explicitly reported on the modelling accuracy. Various studies used the TRNSYS modelling tool as part of simulation based optimisation approaches to model their cooling systems. Fong et al. [29] considered the chiller water inlet temperature set-point and the supply air-temperature set-point as control variables in order to achieve annual energy consumption savings of between 0.15% and 6.7% on HVAC systems. Vakiloroaya et al. [31] considered the cooling tower, cooling coil, evaporative cooling system and the air-to-air heat exchanger as part of their HVAC model to achieve modelling accuracies where 24% of the predicted data deviated by more than 5% from the actual data. They reported a saving potential of 52% by replacing the central cooling plant with a hybrid evaporative cooling system. Chow et al. [19] included water cooled chillers, constant speed primary chilled water pumps, variable speed secondary chilled water pumps, heat exchangers and straight pipes as part of their model. Another study included refrigerant mass flow; chilled-water temperature and supply air temperature as part of their control variables, while the cooling demand and ambient air dry-bulb temperature were considered uncontrolled variables [21] . Their model achieved similar accuracies to the one presented by Vakiloroaya et al. [31] .
Zing et al. [24] considered steady-state chiller models to model the system consisting of a district cooling and heating facility for six residential homes. No report on the integrated simulation accuracy was found, however, correlations having coefficients of determination in the range of between 0.8 and 0.97 was obtained when various climatic zones were modelled.
Ding [25] and Afram et al. [26] reviewed various cooling system modelling methods and concluded that simple component models should be considered and be integrated for larger cooling systems in order to achieve acceptable stability, rapidness and accuracy as these parameters are often in conflict when simulation models are attempted. Afram et al. [26] and Lee and Lu [34] categorised cooling system modelling into three different categories namely a data driven (black box) approach; a physics based (white box) approach and a grey box approach which is a combination of the first two. Afram et al. [26] suggested that there exists a trade-off between the white box and black box approach in that the white box is more generic while the accuracy is reduced and vice versa for the black box approach. Lee and Lu [34] advises that although black-box models are easier to set up, they cannot be used to extrapolate performance beyond the data range for which they were developed. In their thermal modelling approach, Mofet and Zmeureanu [32] considered the degradation of the accuracy thermal models over time. After they have trained their model, they achieved Root- From the studies considered above, no component-based integrated energy simulation model which is based on system-side parameters has been constructed and quantified for a deep level mine cooling system. The successful development of such a model would allow a holistic analysis of variations in any sub component's operational parameters and its effect on the integrated system's energy consumption. This would be of great value because the effects that alterations to one component would have on all the others are often not considered during operation and maintenance of these systems. It would furthermore facilitate the possibility to couple such a model to an optimisation platform granting the opportunity to determine overall energy optimal operation of the integrated system for variations in demand and other uncontrollable external parameters.
In order to obtain an integrated cooling system energy model based on the requirements specified suitable thermal hydraulic component energy models for the major system energy consuming components would be required. This will allow the simulation of the integrated system by coupling the component models together to form the complete system where the outlet of one component will become the inlet to the next.
Purpose of the study 1.1
The objective of this study was to propose an integrated energy modelling method for a deep level mine cooling system, whereby the effect of altering any control or input variable of any component, or any combination thereof, would simulate the influence on the entire system. Modelling the integrated system will allow overall system optimisation through the coupling with a suitable optimisation algorithm.
In order to achieve this, a modelling method consisting of smooth and continuous functions without step changes was required for the entire system. It must be noted that optimisation (in specific) falls outside the scope of this study. Rather, focus is placed on developing a relevant model for integrated system simulation.
The rest of this paper is structured in four parts. Firstly; the case study integrated cooling system that is used in this paper is presented; secondly suitable component (sub-system) models for the various components of the cooling system are described; thirdly operational thermal data points are used to calibrate and validate the models; and finally, the sub-system models are coupled together to form the integrated system model. This is used to simulate the total system energy consumption and to compare it to the measured total system power logged on the mine's data system. Figure 1 gives a schematic overview of the integrated mine cooling system used as the case study in this paper. It reflects the cooling system employed at a deep level gold mine located on the moderate cold eastern plateau interior of South Africa at an altitude of 1336m. The name of the mine is treated anonymously due to their confidentiality requirements. The underground mine is supplied with cooled ventilation air, as well as chilled water. Tw,i,mine
Figure 1 Representation of the integrated mine cooling system considered in this paper
The cooling system consists of a combination of a refrigeration plant with storage dams, cooling towers, and bulk air coolers; and will be discussed in detail in the sections that follow. Firstly, an overview of the refrigeration plant is given. Next, the water circulation system (blue flow lines in Figure 1 ) that passes through the evaporators of the refrigeration plant is discussed. Then, a discussion is given of the water circulation systems that pass through the condensers of the refrigeration plant (red flow lines in Figure 1 ). Lastly, details of the measuring and data capturing system are given. The typical design operational setpoints and control of all relevant components are described in later sections of this paper. After the PCTs, the pre-cooled water is stored in a pre-cool storage dam before it is pumped through the evaporators of the refrigeration plant by variable speed pumps at a combined flow rate of ̇ such that the combined evaporator water pump power consumption is ̇ . For simplicity, the six evaporator pumps are represented in Figure 1 as a single pump. The evaporators are used to cool the water from an average inlet temperature of to an average outlet temperature of .
Refrigeration plant
Following the refrigeration plant, the chilled water is stored in a chilled water storage dam.
From here, the chilled water is dispatched in relevant proportions back to the mine, and/or to the BACs for cooling the mine ventilation air, and/or recirculated back to the pre-cool dam for additional pre-cooling if required.
Chilled water enters the mine via gravity feed at a mass flow rate and a temperature of ̇ and . Simultaneously, chilled water enters the forced draft direct contact BACs at a temperature of at a flow rate of ̇ which is controlled with variable speed pumps with a combined power consumption of ̇ . The BAC configuration consists of three towers operated in parallel with all three operating at the same load. The air flow rate is varied in accordance with the mine ventilation requirements by controlling the ventilation fan flow. The water exiting the BACs at a temperature of passes into the pre-cool storage dam and is mixed with the water from the PCTs.
The remaining (excess) water (not dispatched to the mine or the BACs) is circulated directly back to the pre-cool dam via a circulation pump at a rate of ̇ . The power consumption of this pump is ̇ .
Water circuit connected to the condensers 2.3
Please refer to the red flow circuits in Figure 1 . As mentioned, the condensers of the refrigeration plant are water-cooled. Each condenser is serviced by a separate water loop consisting of a forced draft Condenser Cooling Tower (CCT), a common CCT sump and a variable speed water pump. Therefore, the CCT arrangement consists of six towers, one for each chiller machine dumping the cooled condenser water into a common sump from where the condenser water is pumped individually to each chiller in operation. For simplicity, these six flow loops are represented in Figure 1 as a single flow loop. Each tower operates independently based on its chiller machine status and load, therefore each CCT has a unique inlet temperature and flow rate which is determined by the flow controlled by the variable speed condenser pumps. The condenser water inlet temperature is typically the same for all chiller machines as it is supplied from the common CCT sump. The combined water mass flow rate is ̇ , the combined pump power consumption rate is ̇ , and the combined cooling tower fan power consumption rate is ̇ . The average condenser water inlet and outlet temperatures are and respectively.
Measuring and data capturing system 2.4
Several operating data values were logged on the mine's Supervisory Control and Data Acquisition (SCADA) system during the operation of the cooling system, typically included in the system flow network as indicated in Figure 1 . These included: the compressor power input ( ̇ ) which is calculated on the SCADA system via the current drawn by each compressor as measured at the motor control centre of each chiller machine; the PCT, BAC, condenser, evaporator, circulation and mine underground water flow rates ( ̇ , ̇ , 
) measured before and after the various components via thermometers typically installed in welded thermo-couple sockets; the PCT and CCT fan power as well as the PCT, BAC, condenser, evaporator and circulation pump power ( ̇ , ̇ , ̇ , ̇ , ̇ , ̇ and ̇ ) which are included in the total plant power. The total combined cooling system power consumption ̇ is also recorded on the SCADA system as measured from the main electrical feeder to the plant.
A weather station is used to measure the ambient weather conditions. It measures the ambient dry-bulb temperature and relative humidity ( and ) respectively.
The ambient enthalpy ( ) is calculated and fed to the SCADA system along with the other parameters. The same weather station device is used downstream of the BACs to measure the air outlet conditions ( , and ). During normal operation of the mine, data is continuously logged by the mine's SCADA system in 3 minute intervals; resulting in 480 data points for each 24-hour day. The accuracy of the measuring instrumentation used on the mine cooling system is summarised in Table 1 [35 -37] . 
Component Models
In order to model the integrated mine cooling system; sub-models are needed to relate the relevant performance measures of each sub-component to their operating conditions. To achieve this, components were categorised according to their dominance on the total energy consumption of the cooling systems.
Dominant components were the chiller machines, the cooling towers and air coolers (PCTs, BACs and CCTs), the water pumps (evaporator, condenser, PCT supply, BAC supply and circulation) and the forced draft air fans (PCT, BAC, CCT). The mine dewatering pumps are not considered as the current study focuses on the refrigeration plant's energy consumption only. Less dominant components were the water storage dams, pipes and valves. For the purpose of this study , the dams and cooling tower sumps as well as all pipes and pumps are assumed to be adiabatic and the make-up water fraction is regarded as insignificant; therefore the time-averaged PCT water flow is assumed to be equal to the flow of the water sent underground, ̇ = ̇ .
In the sections that follow, the modelling methods used to simulate the energy consumption of the dominant components are described based on their thermal behaviour. A description and summary of each component's design operational parameters are also provided at the beginning of each section.
Refrigeration plant 3.1
As mentioned, there were six water cooled chillers in the refrigeration plant; each operated as a vapour compression cycle using R134a.
The combined rated cooling capacity was 39 000 kW at a combined design power requirement of 7 092 kW at the compressors.
Therefore, the design condition coefficient of performance (COP) was approximately 5.5.
The chiller condenser's design operating water inlet and outlet temperatures were 27 °C and 32 °C respectively at a total mass flow rate, for all condensers combined, of 2 700 kg/s. The evaporators had a combined design mass flow rate of 1 500 kg/s at water inlet and outlet temperatures of 9 °C and 3 °C respectively. Since the overall impact of the chiller units are of interest in this paper, and the detailed modelling of the internal sub-components fall beyond the scope of this work, a full description of the vapour compression cycle is omitted.
Therefore, the internal component parameters are not considered in detail as the intention is not to alter or influence any of these parameters or components but rather to operate the system within the bounds for which the system was designed and generally operated in.
Various approaches for the modelling of water-cooled chiller machines have been presented in literature as stated earlier. For the purposes of this integrated simulation study where the goal is to use an explicit grey-box modelling approach, the efficiency and energy consumption of the refrigeration plant was to be predicted for any set of inlet conditions ( and ), operating mass flow rates ( ̇ and ̇ ) and any known desired outlet conditions as the temperature set-points ( and/or ).
Some methods exist with which the cooling capacity (CC) of a cooling system can be related to its operating temperatures and other parameters using large numbers of coefficients [38] .
In the approach considered for the current study, the cooling capacity is considered to be a function of the average evaporator and condenser temperatures [1] . The cooling capacity ultimately represents the maximum amount of cooling that the machine can perform at the given set of evaporator and condenser temperatures and would be a constraint for optimisation applications.
The cooling capacity of the refrigeration plant is expressed empirically with the form given in Eq. (1) [1] in terms of the average evaporator and condenser temperatures, and respectively. The average temperatures refer to the average between the relevant inlet and outlet water temperatures. This simplistic approach, based only on a linear relation between the cooling capacity and the evaporator and condenser water temperatures, was compared to another empirical approach given in [38] where non-linear relationships are used which requires nine coefficients instead of three. It was found that there was only a 0.86% variation in the prediction of the cooling capacity. Thus, the more simplistic approach was adopted.
(1)
Coefficients and are system specific constants which are determined by performing a least squares method analysis, represented by Eq. (2) [39] , using a system dataset of size N obtained either from the manufacturer or from site measurements.
In order to determine parameters and ; only system operational points at full-load should be considered in order to capture only the effect that the average evaporator and condenser temperatures would have on the chiller cooling capacity. It is therefore necessary to isolate non partial-load data for this equation's parameter determination.
The electrical power, ̇ , consumed by the chillers inside the refrigeration plant, can be expressed with Eq. (3).
Here, ̇ is the cooling heat transfer rate supplied to the water flowing through the and Lu [34] proposed an empirical model as shown in Eq. (5) [34] and is based on nine system specific coefficients that can be determined from manufacturer data or site measurements.
̇ ̇ ̇ ̇ (5)
Since the water mass flow rates directly impact the heat transfer rates, the presence of the heat transfer rates in Eq. (5) indirectly represents the impact of the mass flow rate and subsequently includes the effect of part load operation as a result. Coefficients to are system specific constants which can be obtained similar to and by using Eq. (6) [39] .
̇ and are defined in Eq. (3) and (4) respectively while represents the condenser water inlet temperature.
Cooling Towers and Air Coolers 3.2
The PCTs, BACs and CCTs are grouped together because they share the same fundamental modelling approach for heat and mass transfer between a wetted surface and an air stream.
Some of their more important design operational parameters are summarised in Table 2 and are briefly discussed in the section that follows.
From Figure 1 it can be seen that the PCTs, BACs and CCTs all draw in atmospheric air which (for the mine at design conditions) is at an ambient air wet bulb temperature of 18 °C and a specific enthalpy of 50 kJ/kg. In reality, these values vary greatly and are discussed later in this paper. From Table 2 it can be seen that under design conditions, the PCTs and CCTs receive relatively warm water (between 30°C and 32°C) which is cooled (through evaporation) by between 5°C and 6°C. On the other hand, the BACs receive relatively cold water (approximately 3°C) which (through sensible and latent heat transfer) enables the cooling of the air flowing into the mine. In terms of the water and air mass flow rates, the CCTs have the highest design condition rating while the PCTs have the lowest design condition rating. The BAC air flow rate is varied in accordance with the mine ventilation requirements by controlling the ventilation fan flow. The water flow rate is controlled by the ambient weather conditions which linearly reduces the flow through the BAC as the ambient enthalpy reduces.
The CCT circuit rejects heat at a constant air flow rate equal to the design conditions while the water flow rate is controlled by varying the flow through the condenser in order to maintain a 5 °C temperature differential across the condenser. To model the cooling towers with the objective of integrated optimisation, an explicit model is required, which would allow the prediction of the outlet conditions from any set of inlet conditions without the requirement for iterative computation. A suitable method for this is by using the approach proposed by Bornman et al. [39] whereby the performance of direct contact cooling towers can be determined by means of a combined forward and first-principle model which is based on underlying energy balance and heat transfer principles. This model is bound by the following assumptions: (1) water loss through evaporation is not significant;
(2) the heat transfer surface area remains constant; and (3) the saturation enthalpy is approximately linear in respect to the wet-bulb temperature.
The cooling tower model input parameters include the air inlet specific enthalpy, , the water inlet temperature, , as well as air-and water-mass flow rates ( ̇ and ̇ ). Based on the inputs and system-specific parameters, the air outlet enthalpy, , and water outlet temperature, , are predicted via equations of the form shown in Eqs. (7) and (8) [39] .
Where:
Furthermore:
̇ ̇ From Eqs. (7) and (8), the symbol β represents the inverse of the overall thermal resistance of the direct contact heat transfer device (cooling tower or air cooler) and can be obtained by minimising the sum of the squares of the prediction errors in relation to manufacturers' data or a set of system measurements containing N data points as show in Eq. (9) [39]. The air outlet temperature can also be determined with Eq. (10) [39] .
∑( )
(9) ( ) ( ) ( ) ( )(10)
Pumps and Fans 3.3
The evaporators, condensers, PCTs, BACs and circulation pumps have combined sub-system installed power ratings of 660 kW, 960 kW, 140 kW, 225 kW and 80 kW respectively while the total fan power of the PCTs and CCTs consist of 210 kW and 495 kW respectively. The BAC fan power was not considered as this is governed by the mines main ventilation fan as mentioned previously. The efficiency of the pump arrangements inclusive of the electrical motors was assumed as 0.8 while the combined fan and fan motor efficiency was assumed to be 0.75. These values relate to typical manufacturer data for similar pumps and fans.
Pumps and fans were modelled by using Eq. (11) [39] to determine the power consumption ̇ at given water or air flow rates.
̇ ̇ (11)
Where ̇ is the mass flow rate of the fluid considered, is the average fluid density and is the efficiency of the complete pump or fan arrangement inclusive of the motors.
The simplified equation for the pressure differential over the pump, Eq. (14), is derived through simplification of the Darcy Weishbach equation, Eq. (12) as shown below [40] .
By replacing the average velocity (V) with ̇ , the equation can be rewritten as Eq. (13).
Eq. (13) can be simplified by assuming constant values for the friction factor ( ), characteristic length ( ), the characteristic diameter ( ) and the flow passage cross sectional area ( ) for each sub-system containing a pump or fan. By doing so, Eq. (13) reduces to Eq. (14) .
Where k is the flow admittance, it may be assumed to be constant for the range of flow rate conditions considered and can be determined through only a single point measurement or theoretical calculation [41] . Du Plessis et al. [2] successfully implemented this simplified form of the Darcy Weishbach equation as part of their models.
Models Parameters Determination and Validation
The models proposed in the previous section were calibrated and validated with system data obtained from the mine's SCADA system. This was achieved by programming the various equations into Microsoft Office Excel for each of the cooling system components respectively. The various component specific parameters were then obtained by using the Excel integrated solver function in conjunction with Eqs (2), (6) and (9) along with the relevant measured mine cooling system data.
Because mining operations are running continuously during the week with reduced operation over the weekends, it was more practical to use only weekdays and therefore one continuous typical summer week's data was isolated as dataset A while the two weekends before and after were omitted from the data. Dataset A was used for the sub-system simulation model calibration, referred to as parameter determination throughout this paper, in this section as well as the first integrated model simulation and validation in Section 5. Later in the paper a second typical summer week's data, dataset B, one month after dataset A was used to determine the models simulation accuracy outside the sub-system parameter determination data period.
For the purposes of these sub-system validations, only the chiller and cooling tower models are considered. The pump and fan power models are incorporated into the integrated system validation later in the paper, where the modelled total system power will be validated against the measured total system power. This approach was followed as these components' thermal hydraulic and power data was not separately available on the mine's logged SCADA system, but was rather incorporated along with the total plant energy consumption data as these were measured at the main electrical feeders to the plant. Furthermore, the pump and fan coefficients were determined by the manufacture specifications provided, from where the model proposed earlier was used to determine the power consumption at partial flow conditions.
The simulation accuracy of the various sub system models were calculated using the RootMean-Square of Relative Error (RMSRE) as an error index and can be computed by Eq. (15).
[42].
Where represents the measured parameter value and the simulated value for the same parameter.
Refrigeration plant model parameter identification and validation 4.1
The refrigeration plant model parameters as proposed in Section 3.1 were obtained and validated with Dataset A as described earlier. This data was used to simulate the cooling capacity and coefficient of performance of the chiller machines with Eqs. (1) and (5) as the system parameters change dynamically throughout each day of the week. To determine the coefficient of performance parameters ( to ) the entire dataset was used, while the dataset was filtered to include only above 98% vane opening (or full load) operation for the determination of the parameters ( and ) for the cooling capacity as stated earlier. As a result, all partial-load operation data was eliminated from the dataset in order to capture the effect of the varying evaporator and condenser temperature on the cooling performed at full load only.
The coefficient of performance parameters were determined and the results for to of
Eq. (5) as shown in Table 3 were obtained. For this parameter identification, a RMSRE value of 0.0114 was achieved between the measured and simulation COP. All the data-points fall within the 10% error band, while 99.4% of the data points fall within the 5% error band. The average absolute error is 0.75%. The correlation accuracy obtained here suggests the accuracy by which Eq. (5) represents the COP of the cooling system under consideration.
For comparison, the coefficient of variation as used by Lee and Lu [34] was also considered for the COP and found to be 1.12%. This corresponds well with the range obtained by Lee and Lu [34] where coefficient of variation values in the range of 0.25% to 3.51% were found.
The cooling capacity parameters were determined in a similar fashion with the values for and of Eq. (1) as shown in Table 3 ; with a RMSRE value of 0.0197 between the measured and simulated CC, with all data-points remaining inside the 10% error band while 97.9% of the datapoints remained inside the 5% error band. The average absolute error is 1.49%. This suggests the accuracy by which Eq. (1) represents the CC of the cooling system.
The cooling capacity and coefficient of performance were calculated only for one of the chiller machines as there was only one machine that ran continuously for the dataset considered. These correlations are then assumed for all six chillers as part of the integrated system simulation performed later on. The correlations for the parameter determination of the coefficient of performance (COP) and cooling capacity (CC) can be seen in Error! Reference source not found. and Error! Reference source not found. respectively. 
Cooling Towers and Air Coolers Model Parameter Identification and Validation 4.2
The cooling tower model parameters and for the PCTs, BACs and CCTs respectively as shown in Figure 1 and described in Section 3.2 were determined for dataset A.
Eq. (8) was used to simulate the water outlet temperatures of the various cooling towers and the bulk air coolers.
Pre-cooling Towers
The pre-cooling tower model parameter was determined to be = 655.12 W/K. [39] .
The correlation between the measured and simulated water outlet temperature for the parameter determination of the pre-cooling tower can be seen in Figure 7 . 
Bulk Air Coolers
Due to the BAC water outlet temperature and air flow rate ̇ not being directly measured, they had to be calculated from the SCADA's logged system data. The BAC water outlet temperature can be calculated through an energy balance over the pre-cooling dam as shown in Eq. (16) [39] ; by assuming that the specific heat capacity of the water remains constant for the temperature range considered; that there is insignificant evaporation loss from the pre-cool dam and that the pre-cooling dam and all pipes to and from the dam are adiabatic as stated earlier. From here, the BAC air flow rate ̇ can be calculated by utilising the energy balance principle in the BAC as given in Eq. (17) [39] .
With all the required system parameters available, the BAC model parameter was determined The correlation between the measured and simulated water outlet temperature for the parameter determination of the BAC can be seen in Figure 9 . 
Condenser Cooling Towers
The condenser cooling tower model parameter was determined to be = 234.98 W/K. parameter determination of the condenser-cooling tower can be seen in Figure 11 . 
Integrated System Validation
The total power consumption of the system under consideration includes the power consumption of the compressors of the chiller machines; the evaporator and condenser pumps; the PCT, BAC, CCT and circulation pumps; and fans as portrayed in Eq. (18) .
In order to evaluate the integrated simulation accuracy of the complete cooling system consisting of the various component models, described in Section 3 of this paper, the cooling system of the mine considered as illustrated in Figure 1 was used. The various models' Table 4 . Dataset A was first used for the integrated simulation and Dataset B was subsequently used to determine the simulation model's behaviour one month away from the training data as mentioned earlier. The complete system was simulated by assigning the outlet condition's set-point of each component according to the measured data by simulating mass flow and component inletand outlet-temperatures as measured. This ensured that the system thermal performance was fully coordinated with the measured data, while the power predicted by the simulation model will vary in accordance to the integrated component modelling accuracy.
Results
The simulation's total system power was compared with the measured power as obtained from the mine's SCADA system for dataset A as shown in Figure 13 . From this figure, it is evident that the simulated power follows the measured power closely. The average absolute error obtained by the simulation was 3.52%; comparing well with result obtained by Du Plessis et al. [2] where a mine cooling system was simulated with an average error of 4.1%, while Wei et al. [43] obtained average errors up to 4.3% on HVAC system optimisation simulations. From the graph, it is evident that the model tends to under-predict the power at higher total system power when more chiller machines are operational; while the simulation slightly over-predicts the power for lower total system power. In order to justify the significant step changes in power consumption, the number of chiller machines operational at any given point in time is super-imposed on this graph on the secondary axis. The total chiller evaporator water flow rate is also included on the secondary axis and relates closely to the overall power consumption as well as the number of chillers in operation. The ambient air enthalpy is lastly included in this figure in order to identify the system behaviour towards fluctuations in the climate conditions. It is visible that the water flow rate has a closer representation to the overall power consumption than the ambient air enthalpy. Day of typical summer week of dataset A Measured total cooling system power Simulated total cooling system power Total chiller water flow scaled Nr of chiller running scaled Ambient air enthalpy identify the system behaviour towards fluctuations in the climate conditions. It is evident that the water flow rate has a closer representation to the overall power consumption than the ambient air enthalpy, although the significant reduction in power consumption during day five could be due to the noticeable reduction in the ambient enthalpy for the period. system specific calibration coefficients that could be obtained either by on-site system measurements or manufacturer data.
The sub-system component models do not consider all physical parameters of each subsystem as the objective was to construct a model that will simulate the energy consumption through variances in the thermal hydraulic behaviour and consequently these models were chosen accordingly. The parameter identification of the various models achieved RMSRE values in the range of 0.0114 to 0.0651 for the mine cooling system considered. RMSRE values less than 0.1 are considered acceptable for engineering design purposes Jin et al. [42] .
The integrated simulation model was firstly used to simulate the performance and energy consumption of the mine cooling system for one typical summer week and achieved an accuracy with an average absolute error of 3.52% on the total system energy consumption compared to the measured data. Dataset B containing data one month after the simulation model's parameter determination data, dataset A, was used to confirm the model's accuracy outside the training data and achieved an improved accuracy with an average absolute error of 2.53%. The objective of the study was achieved as the model constructed was able to predict the system energy consumption of the integrated mine cooling system.
The successful integrated energy modelling of the mine cooling system would allow further opportunity to investigate the effect of various external parameter variations to the plant and its effect on the overall power consumption. It would also facilitate the opportunity to incorporate the model into an optimisation platform for overall integrated system energy minimisation.
